Bldg 1

Remote Shut off
Bldg 2 in front of
Cooler. Room 11

Bldg 6

Room 6

Bldg 14

Remote Shut off in
Bldg 4 tunnel ceiling
near room #12

T

Bldg 118

Room 10
Valve in Hallway

VA mvE

VA Campus Steam Loop and Service Room Shut Off Locations

Bldg 2 Bldg 3 Bldg 4 Bldg 5
Room 12 Room 2 Room 10 Room 3
V-1 V-1 V-1 V-1
Bldg 7 Bldg 8 Bldg 9 Bldg 10
Room 13 Room 11 Room 12 Lf;l]undr%/ remote
Shut off in Power
V’|1 V’|1 V'|1 Plant. 100psi line
Bldg 33 Bldg 34 Bldg 36 Bldg 37
Room 10 Room 13 Sub-Basement Sub-Basement
Valve in Hallway V-1 V-1

Tt

Tag Identification

o BBG-V}-Steam
b A

Building ‘
Main Valve

S

Source

o

V-1 = Main Valve
%H +—
1. Steam loop shut-off

valves
2. Steam loop in tunnel —

o




